
FLARE BEVEL GROOVE WELD SCHEDULE

1/4
3 SIDES

(A)
HSS MEMBERS, EXTERIOR
FACES FLUSH.

HORIZONTAL TUBE SIZE A

HSS5x5x1/4 3/16"

HSS5x5x5/16 1/4"

HSS5x5x3/8 1/4"

(3/16)

1/4

8"
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HSS5x5

L8x6x5/8

LINTEL ANGLE
SEE SCHEDULE

BRICK SEE ARCH

CJP BEAM WEB TO COLUMN
FLANGE WELD

SINGLE PLATE TO COLUMN
FLANGE WELD

CJP

CJP 4 SIDES TYP.

7/16

CJP

9/16

7/16

CJP

ERECTION BOLTS IN STANDARD
HOLES OR HORIZONTAL SHORT SLOTS.

1 1/4" WEB DOUBLER PLATE.

PL 5/8"

2"

1 / 4"

1 / 2"30
°

BEAM DEPTH
NO STUDS IN THIS AREA

COL. COL.

S/2 S/2

S S S

S/2S/2

S S

BAY WIDTH = "W"

BAR SIZE AND SPACING AS
NOTED ON PLAN, I.E. #5 AT "S"

.2W 0.6W .2W

PLACING OF LONGITUDINAL AND TRANSVERSE
REINFORCEMENT
NOTES:

1. QUANTITY OF BARS IS DETERMINED BY DIVIDING BAY WIDTH "W" BY BAR SPACING.

2. ALL BARS MUST BE PLACED WITHIN THE MIDDLE 0.6W OF THE BAY.

3. BARS IN THE 0.2W END REGION OF BAY SHALL BE RELOCATED INTO THE MIDDLE 0.6W OF THE BAY.

4. LONGITUDINAL, TRANSVERSE, AND PERIPHERAL TIES SHALL BE SPLICED ONLY IN THE MIDDLE 0.6W OF BAY.  USE TYPE 1
MECHANICAL SPLICES, WELDED SPLICES, OR CLASS B LAP SPLICES.

TYPICAL LONGITUDINAL/TRANSVERSE/PERIPHERAL REINFORCEMENT BAR HOOKS

1/4"
CLR.

DECK DIRECTION VARIES.
SEE PLAN.
PERIPHERAL TIES SEE PLAN.

180° HOOK WITH 6 x BAR DIAMETER RETURN.

LONGITUDINAL OR TRANSVERSE
TIE, SEE PLAN.

NOTES:
1. ALL LONGITUDINAL AND TRANSVERSE CONTINUOUS TO INTERSECTION WITH PERPENDICULAR REINFORCEMENT.

HOOK LONGITUDINAL AND TRANSVERSE REINFORCEMENT TO PERPENDICULAR REINFORCEMENT AS SHOWN.
2. SPLICE REINFORCEMENT PER NOTE 4 DETAIL 18/2.3S302.

Df

S S/2 S/2

NO BARS PARALLEL TO BEAM
 ALLOWED IN HATCHED REGION.

PARALLEL BAR RELOCATION
NOTES:

1. WHEN BARS RUNNING PARALLEL TO BEAMS ARE LOCATED DIRECTLY ABOVE BEAM
FLANGE, BAR SHALL BE RELOCATED BETWEEN NEXT TWO ADJACENT BARS.

3/16

1'-81/4"2" 3'-0"

3"EXISTING WALL
BEYOND.

EXISTING SLAB

SEE TYP. SLAB EDGE DETAIL FOR
HOOK BARS AND EDGE ANGLE.

SEE ARCH FOR E.J. RECESS.

FITTED STIFFENER 3/8" AT 2'-0" O.C. 3/16

(5/16)

1'-6"

T/SLAB
728'-0"

T/SLAB
727'-4"

STUD 3/4"x5" AT 12" O.C.

BENT PLATE 1/2"x6"x9" CONTINUOUS
WITH 1/4" STIFFENERS AT 12" O.C.

W24 SEE PLAN

BEND TRANSVERSE TIE THRU
SLAB ELEVATION SHIFT.

1'-6"

61 / 2"

T/SLAB
728'-0"

T/SLAB
727'-4"

W24 SEE PLAN

BEND TRANSVERSE TIE THRU
SLAB ELEVATION SHIFT.

W12

W18
STEEL FABRICATOR TO DESIGN BOLTED

SHEAR CONNECTION FOR SHEAR FORCES
SHOWN ON PLAN.  VERIFY COPE CAPACITY.

SEE
ARCH.

FUTURE CUT
SEE ARCH.

3'-0"

W18

#4                   AT 2'-0"
ON CORNER.

3'-0"

#4 AT 2'-0" O.C.

DECK

A5.2

FRAMING

T/SLAB

ADD (2) #9

PROVIDE (2) #5 x 4'-0".
LOCATE 1 1/2" FROM
EACH FACE OF WALL.

PROVIDE CONTROL JOINT
PER TYPICAL DETAILS.

REFER TO 1/2.3S202 FOR
TYP. WALL REINF.  PROVIDE

STANDARD 90° HOOK IN
WALL REINF. 6" CLEAR OF

CONTROL JOINT, CONTINUE
TYP. WALL REINF. WITH 30"

LAP SPLICE FOR #6 BARS
AND 24" LAP SPLICE FOR #5

BARS AT HOOKS.

727'-5 1/2"

713'-3"

FIRST FLOOR

ADD (2) #6 VERTICAL
BARS EACH SIDE OF
FUTURE OPENING.

SE
E 

AR
C

H
.

10
'-9

" M
A

X.

6"
CLR.

6" C
LR

.

SEE ARCH.

0"

2'
-0

"

BB.0

1'-101/2"

4"4"

11 / 2"
CL

R.

11 / 2"
CL

R.

#4 BAR AT                 16" O.C.
3'-0"

3'-0"

L31_
2x31_

2x 5__
16  BOTH

SIDES
WITH (3) 3_

4" DIA. BOLTS.

W24W12

C12x20.7

(3)#5 HORIZONTAL FULL LENGTH
 OF STEP. PROVIDE CLASS B

 TENSION SPLICE AS REQUIRED.
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